Reducing electricity consumption and integrating renewable power generation sources represent two of the main drivers of the so-called Smart Grid. Machine-to-Machine (M2M) communications will play a key role on making such a Smart Grid a reality, since they will enable the required bidirectional real-time bulk information exchange. However, communications for the Smart Grid present specific requirements from both technical and economic perspectives, so it is crucial to evaluate how existing communication architectures and technologies meet them before undertaking the important investments needed to deploy this kind of infrastructure on a large scale. The main goal of this paper is to evaluate, from different perspectives, the core M2M communications infrastructure of a platform designed to reduce electricity consumption and integrate renewable generation at residential level. Such a communications infrastructure is fully based on widely deployed wireless communications technologies such as IEEE 802.11 and General Packet Radio Service (GPRS). Notably, the paper assesses the operational costs of using different security solutions in the GPRS segment and the performance of the selected communications technologies based on different metrics (goodput, in the case of IEEE 802.11, and transmission time, in the case of GPRS).
Introduction
The so-called Smart Grid represents a revolution in the power distribution and customer domains (notably, at the residential level). The electric power industry has traditionally devoted more attention and resources to generation and power transmission networks rather than to power distribution networks, since the former allowed keeping generation and consumption balanced under the traditional assumption that the demand for electricity dictates the generation. As a result, bulk generation plants and power transmission systems have been traditionally monitored using legacy communication networks which allow a certain level of centralized coordination; whereas power distribution grids have been traditionally passive systems with limited communication capabilities.
However, increasing energy efficiency and the penetration of distributed generation based on renewables represent two key issues to reduce Greenhouse Gas (GHG) emissions which especially challenge the power distribution and customer domains of the Smart Grid, since the unpredictable and uncontrollable nature of renewables impose the coordination of generation and consumption points in almost real time (e.g., through the so-called Demand Response (DR) programs) in order to assure system stability.
Machine-to-Machine (M2M) communications allow networked devices to communicate between each other without further human intervention. What in the very beginning seemed to be a tailored solution for telemetry applications, has become a communications paradigm itself, addressing the myriad of applications existing and yet to be devised in the wide context of the Internet of Things. As a matter of fact, M2M communications represent one of the main pillars of the Smart Grid in that they will enable the required bidirectional real-time exchange of information between the consumption and generation facilities to be monitored and controlled, and the information systems where the optimization processes run.
Although there is a plethora of communications technologies available for use in such M2M communication infrastructures for the Smart Grid [1, 2] , wireless ones are of special interest. As a token of that, the National Institute of Standards and Technologies (NIST) has set up a specific Working Group within the Priority Action Plan 2 (PAP2) to tackle the challenges and opportunities of wireless communications in the Smart Grid [3] . Communications for the Smart Grid present specific requirements from both the technical and economic perspectives, such as [4] [5] [6] :
• Quality of Service (QoS). The communications infrastructure must provide a given level of QoS that fits the target application. Notably, QoS policies are mainly oriented to traffic prioritization and resource allocation to face congestion situations. Some parameters which are widely used to quantify such QoS level are:
o Latency. It can be defined as the End-to-End (E2E) delay of the data. o Bandwidth. The communications infrastructure must provide an aggregated data rate high enough to carry the traffic associated to the target application. In general, this will depend on the volume of devices as well as on the size of the exchanged packets and the traffic pattern. o Reliability. The communications infrastructure must guarantee that it will work correctly during a given percentage of time (e.g., throughout a year). The more critical the application is, the higher such a percentage needs to be.
• Interoperability. The communications infrastructure must allow equipment from different manufacturers to interact seamlessly. In order to achieve this goal, the main functional blocks which compose the communications infrastructure as well as the interfaces among them must be defined and standardized. Standardization is crucial to effectively achieve this goal, which eventually fosters competition and thus yields more reliable products at lower cost.
• Scalability. The communications infrastructure must ensure scalability from both the technical and economic perspectives. On the one side, taking into account the huge number of devices this kind of systems involves, the selected communications technologies must minimize the deployment, maintenance and operational costs. On the other side, the communications architecture must be able to incorporate new devices and to accommodate new services.
• Security and privacy. Due to the fact that Smart Grid applications handle sensitive data, security (both physical and cyber-security) and privacy represent key factors for their wide deployment and adoption. If privacy is not guaranteed, many users will not embrace many of the new services. If security is not guaranteed, many service providers will not implement or rely on many of such new services. However, since these two features and costs are usually directly proportional, a trade-off is required in order to obtain feasible solutions.
As a result, it is crucial to evaluate how different communication architectures and technologies meet such requirements before undertaking the important investments needed to deploy this kind of infrastructures on a large scale. Simulations represent a powerful, cost-effective and flexible solution to achieve this goal, although the relevance of their results tightly depends on how accurately the model behind such simulations fits real world scenarios. Therefore, a proper characterization of the communications requirements of the target application is of capital importance in order to obtain meaningful results [7, 8] .
The work presented hereby aims to shed some light on this issue. The main goal of this paper is to evaluate, from different perspectives, the core communication infrastructure of a platform designed to reduce electricity consumption and integrate distributed renewable generation within the so-called green or energy-positive neighborhoods of the Smart Grid, which are neighborhoods where a substantial part of their consumption is produced by local renewable generation. Such a communications infrastructure is fully based on widely deployed wireless communications technologies, such as IEEE 802.11 and General Packet Radio Service (GPRS). This paper assesses the operational costs of using different security solutions in the GPRS segment and the performance of the aforementioned communications technologies based on different metrics (namely, goodput, in the case of 802.11, and transmission time, in the case of GPRS).
The remainder of the paper is structured as follows: Section 2 provides an overview of the most relevant standardization activities related to this work. Section 3 summarizes the already published research that this paper takes as baseline. First, the proposed M2M communications architecture is briefly described and placed in the context of the standardization work reviewed in Section 2. Next, the characterization of the communications requirements and features of the target application is outlined. Taking this model as reference, Section 4 presents the assessment of the communications infrastructure from both economic and technical perspectives. Section 5 discusses the work presented throughout the paper along with other related works. Finally, Section 6 draws conclusions and outlines some future research lines.
Overview of Related Standardization Activities
The Smart Grid involves a wide range of technologies and a myriad of standards [9] . Therefore, this section does not aim to be exhaustive, but rather seeks to focus on the most relevant work related to this paper. To effectively look for any other standard, the International Electrotechnical Commission (IEC) has recently created a free Smart Grid Standards Mapping Tool that allows one to easily identify the standards that are needed for any part of the Smart Grid, including not only IEC standards, but also standards from other organizations [10] .
NIST Smart Grid Interoperability Panel
The NIST Smart Grid Interoperability Panel (SGIP) is a private/public partnership, funded in late 2009 by different industry stakeholders in cooperation with the United States (US) Federal Government, which aims at developing a framework for coordinating all Smart Grid stakeholders and accelerating standards harmonization and interoperability. In January 2013, the SGIP entered a new phase becoming a self-sustaining entity with the majority of funding coming from industry stakeholders, despite NIST still maintains an active role.
The SGIP is organized in Technical Committees, PAP teams, and Domain Expert Working Groups (DEWGs). The Technical Committees deal with transversal issues and establish guidelines. More specific tasks are carried out by temporary Working Groups belonging either to the DEWG or to the PAP categories. There are two Technical Committees and a Working Group performing activities in a permanent basis, namely the Smart Grid Architecture Committee (SGAC), the Smart Grid Testing and Certification Committee (SGTCC), and the Cyber Security Working Group (CSWG).
As a first step towards the harmonization of Smart Grid standards to fully support interoperability, the NIST SGIP developed the Smart Grid conceptual model shown in Figure 1 . The first version of this conceptual model was published in January 2010 [11] and it was reviewed and updated in February 2012 [12] .
As Figure 1 shows graphically, the NIST Smart Grid conceptual model defines seven domains as well as the electrical and communications flows among them. It can be seen that electrical flows involve the traditional subsystems of the electrical grid; whereas communications flows almost create a mesh topology between every domain, which illustrates the outstanding importance of communications in the Smart Grid.
Each domain-and its sub-domains-encompasses Smart Grid actors and applications. Actors include devices, systems, programs, and stakeholders that make decisions and exchange information. Applications are tasks performed by one or more actors within a domain (e.g., home automation). All these pieces can be orchestrated to obtain useful use cases (i.e., select a given domain, a given application, its specific requirements, the actors involve in this application, and describe how they interact). Table 1 summarizes the main actors involved in each domain.
Figure 1.
NIST Smart Grid conceptual model [12] . Although other standardization bodies have also defined their own Smart Grid conceptual models, the NIST Smart Grid conceptual model is the most widely accepted and so it is taken as reference in the remainder of this paper.
Beside the Smart Grid conceptual model, one of the main outcomes of the SGIP activity is the elaboration of a compendium of standards, practices, and guidelines that allow the development and deployment of a robust and interoperable Smart Grid. As a result, in May 2011 the SGIP Governing Board established the so-called Catalog of Standards (CoS) and the first six standards of such a CoS were approved by the SGIP Plenary in July 2011. This CoS is available on-line through the NIST Smart Grid Collaboration wiki [13] . As of today, the CoS comprises 20 individual standards and five series of standards that in turn contain 36 additional standards, which accounts for a total of 56 standards.
IEEE 2030
Once a conceptual model of the Smart Grid is defined, a reference architecture, which works such a conceptual model out by defining functional blocks and interfaces, thus bringing it closer to implementation and so to developers, is required.
The IEEE project 2030 was a pioneer in developing such a reference architecture, leading to the so-called Smart Grid Interoperability Reference Model (SGIRM). The SGIRM extends the NIST Smart Grid conceptual model and defines three Interoperability Architectural Perspectives (IAPs), which represent the main areas of expertise involved in the Smart Grid, namely Power Systems (PS-IAP), Information Technology (IT-IAP), and Communications Technologies (CT-IAP) [14] .
Each IAP defines the main functional blocks required in each domain of the NIST Smart Grid conceptual model from the appropriate perspective, as well as the interfaces between functional blocks (intra-domain interfaces), and the interfaces between domains (inter-domain interfaces). The defined IAPs are further particularized for the most important applications in the Smart Grid area, such as Advanced Metering Infrastructures (AMIs) or Plug-in Electric Vehicles (PEVs). Figure 2 illustrates the IEEE 2030 standardization process and overall reference architecture. The most relevant IAP to this paper is the CT-IAP. The CT-IAP defines-among other issues-the communications networks that may be used in every domain. Among all the communications segments defined in the CT-IAP [14] , Table 2 describes briefly the communications networks defined within distribution and customer domains which are of special interest to this paper.
Based on this reference architecture, the IEEE has sorted their own catalogue of standards and has identified the functional blocks and interfaces where they can be applied, as well as the standardization gaps where new standards are required [15] . [16] .
• Standardization mandate M/468 concerning the charging of EVs (June 2010) [17] .
• Standardization mandate M/490 to support European Smart Grid deployment (March 2011) [18] .
In response to such mandates, three working groups, involving the participation of the three ESOs, have been created:
• Smart Metering-Coordination Group (SM-CG) in response to M/441.
• Focus Group on European Electro-Mobility in response to M/468.
• Smart Grid-Coordination Group (SG-CG) in response to M/490.
Through the EC standardization mandate M/490 and the corresponding SG-CG, the CEN/ CENELEC/ETSI strategic partnership has further developed the NIST Smart Grid conceptual model, adapting it to the specific requirements of the European electricity grid. As a result, a new domain related to Distributed Energy Resources (DERs) has been added, reflecting the importance and high penetration of renewables generation in European power distribution grids [19] . As Figure 3 shows, the CEN/CENELEC/ETSI Smart Grid conceptual model considers that DERs are electrically connected to the power distribution network and communicate with it, as well as with the Markets, Operations and Service Provider domains. Nevertheless, it should be noted that the Customer domain encompasses both Distributed Generation (DG) and small scale energy storage. The SG-CG has also developed the so-called Smart Grid Architecture Model (SGAM) tailored to the requirements of the European electricity grid. As a result, the three-dimensional architectural model comprising the domains, zones, and layers shown in Figure 4 , has been defined [19] . The SGAM allows a technologically neutral representation of all the interoperability cases of the Smart Grid. The five defined layers represent-top to bottom-the business objectives and processes, the functions, information exchange and data models, communications technologies and protocols, and the physical and logical components. As a token of the volume and importance of the Communication Layer, it is developed in a separate document [20] , which defines the communications networks and their deployment at the Component Layer and maps the identified communications technologies and protocols onto the defined communications networks. This paper addresses such a Communications Layer. In addition, another outstanding outcome of the work developed by the SG-CG is the elaboration and classification of a first set of standards for the Smart Grid and the identification of standardization gaps where standards are required [21] .
It is also worthwhile to remark upon the work developed by ETSI on the standardization of M2M communications, which has been recently transferred to the partnership project OneM2M [22] . As a result of this work, a complete reference architecture has been defined, including functional blocks and interfaces. Figure 5 shows the main domains of the ETSI M2M reference architecture. The M2M Device Domain encompasses the so-called capillary networks (in ETSI terminology), i.e., the Sensor and Actuator Networks (SANs). The Network Domain represents the core of the M2M infrastructure and provides bidirectional bulk data exchange over long distances. Finally, the Application Domain encompasses the services which are delivered on top of the M2M infrastructure. Figure 5 . Main domains of the ETSI M2M reference architecture [23] . Figure 6 provides a graphical overview of how these three domains can be mapped onto the Smart Grid [24] . Reference [25] also elaborates on how the ETSI M2M communications architecture can be applied to Smart Grid scenarios. 
Background
This section summarizes the already published research work which is taken as baseline in this paper, thus being essential to properly understand it. Figure 7 shows the overall system architecture of the Information and Communications Technologies (ICT) platform developed under the scope of the EU FP7 project ENERsip [26] to enable electricity consumption and energy costs savings and proper integration of DERs at neighborhood level. It can be seen that the system is divided into four domains, which represents its main pillars from the ICT perspective. The Building Domain comprises the physical infrastructures owned by the customers of the power distribution grids, including consumption and generation equipment and the SANs to monitor and control them.
Proposed M2M Communications Architecture
The User Domain encompasses the means through which the users and the system interact. It is worthwhile mentioning at this point that energy efficiency can be achieved both through automated actions (e.g., DR event) and by influencing users' behaviors. This is why is so important the way in which the information is presented to the user, so that it is easily understandable, as well as the tools that are provided to the users for them to make decisions, which should be as human-friendly as possible. The available applications may run in smartphones or tablets or even in Smart TVs, since this technology is gaining significance and represents a great mean to reach people massively. In addition, it is also important that such applications are somehow connected to social networks in order to encourage the users to follow the recommendations proposed by the system [27] .
The Information System Domain represents the "brain" of the system from the energy perspective, comprising the logic that allows the optimal use of the available resources at neighborhood level at any time. Gathering the consumption and generation data of the same district at a given moment of time and processing them all together allows reaching global optimizations at neighborhood level, instead of just local optimizations at household level, as it is the case in state-of-the-art Home Energy Management Systems (HEMSs). Additionally, since the customers are still allowed to configure a set of parameters and thresholds and they are taken into account when running the optimization algorithms, local optimizations can be also reached, whereas this is impossible the other way around.
The Neighborhood domain represents the "workforce" of the system and encompasses the core communications infrastructure that carried data and command back and forward, allowing that everything work correctly.
Thus, the Information System Domain and the User Domain are related with IT (Information Technology); whereas the Building Domain and the Neighborhood Domain are tightly related with communications. As a matter of fact, the M2M communications architecture addressed in this paper is spread across the latter domains, as shown in Figure 7 .
The consumption and generation infrastructures are named as In-Building Energy Consumption Infrastructures (I-BECIs) [28] and In-Building Energy Generation Infrastructures (I-BEGIs) [29] , respectively. I-BECIs and I-BEGIs can be combined or not, giving rise to different profiles of customers:
• Consumers: customers whose households or buildings are only composed of I-BECIs.
• Producers: customers whose infrastructures comprise only I-BEGIs connected to the grid.
• Prosumers: customers that own the so-called energy-positive households or buildings which integrate both I-BECIs and I-BEGIs.
Every I-BECI and I-BEGI is equipped with the so-called Automatic Demand Response End Point (ADR EP). The ADR EPs work as communications gateways, aggregating and sending consumption or generation data and routing commands to the appropriate device(s). The ADR EPs communicate directly with their associated Concentrator (CNTR). A given CNTR manages a group of ADR EPs, forwarding the data coming from them and routing commands to the appropriate ADR EP(s). Last, the M2M GW (Gateway) has the global picture of the M2M communications infrastructure and works as Operation Support System (OSS), performing tasks such as network inventory, network components configuration, fault management, or service provisioning, as well as communications gateway to the Information System [30] .
As Reference [30] explains why these communications technologies are chosen.
Taking into account the main goals and functionalities of the system explained throughout this section and the summary of the domains defined in the NIST Smart Grid conceptual model shown in Table 1 , the scope of the proposed system is bounded to the Customer, Distribution, Service Provider, and Operations domains.
The proposed M2M communications architecture can be mapped onto the CT-IAP of the overall IEEE 2030 SGIRM as shown in Figure 7 in a continuous red line. The I-BECIs and the I-BEGIs represent the HANs, the ADR EP providing the functionality of ESI; the communications segment comprising the ADR EPs and the CNTRs represents the NAN; and the communications segment composed by the CNTRs and the M2M GW represents the Backhaul. This terminology will be used in the remainder of the paper.
Regarding the standardization work carried out by the ESOs, the comparison is focused on the work developed by ETSI on M2M, since the conceptual model and the SGAM defined by the SG-CG take into account and present many similarities to the NIST and IEEE work. Figure 7 also shows in a dashed blue line the relationship between the M2M domains defined by ETSI and the domains presented in this section. The proposed M2M communications architecture can be also mapped onto the ETSI M2M architecture applied to the Smart Grid presented in [25] as follows. The SANs within the I-BECI and I-BEGI can be seen as capillary networks at the Customer Domain. Regarding the remainder of the M2M communications architecture, there are two possible options, as shown in blue in Figure 8 :
• If the proposed platform were run by a third party that does not own the power distribution infrastructure (e.g., an aggregator), an additional M2M GW would be missing in the ETSI M2M architecture proposed in [25] to represent the CNTR.
• However, if the proposed platform were run by a DSO, the Customer Domain would be embedded into the Distribution Domain, following the hierarchy of the electricity infrastructure itself. Thus, the ADR EPs and CNTRs could be considered as ETSI M2M GWs at Customer and Distribution Domains respectively, and our M2M GW could be seen as the ETSI M2M Core of the Distribution Domain. This option will be assumed in the remainder of the paper. Figure 9 shows the mapping of the proposed M2M communications architecture onto the power distribution infrastructure. Thus, the ADR EPs are associated to the Customers and the CNTRs are associated to the Transformation Points (TPs) or Feeders. The M2M GW is logically associated to the Substation that manages the target neighborhood. However, using GPRS as backhaul technology allows the M2M GW to be physically located at the Substation or wherever else the data centers of the entity operating the platform (e.g., DSO, retail electric provider, aggregator) are. Based on this mapping, on data from actual power distribution infrastructures, and on data related to the implementation of the ENERsip platform, [7] models the traffic of such a platform in different scenarios. The main goal of this work is to set the foundations to evaluate the designed communications infrastructure on large-scale real World scenarios. As a result, the assessment that represents the main contribution of this paper takes [7] as baseline, focusing on the NAN and the backhaul network, as it is highlighted in continuous green line in Figure 9 .
Application Requirements and Traffic Characterization
Reference [7] distinguishes, based on the data from actual electricity distribution infrastructures, between Urban (U) and Rural (R) scenarios (the considered Rural scenarios do not mean isolated houses with farms, in this case there would not be a neighborhood, so the system would not make sense), but villages or small cities in rural areas., since the number of customers/TP, the number of TPs/Substation and the maximum acceptable distance between customers and TPs vary remarkably between both.
In addition, [7] considers not only current or short-term (ST) scenarios but also medium to long-term (LT) scenarios, so that the conclusions from works based on it are valid for a longer period of time and can be used to take the appropriate decisions in advance. The main differences between short-term (ST) and long-term (LT) scenarios have to do with:
GPRS GPRS
• The periodicity which ADR EPs send data with (T) and the size of such data (S). T will be lower in the long-term, thus being closer to an almost real-time situation. S will be higher in the long-term, since more devices with communications capabilities are assumed both in the I-BECI and in the I-BEGI. In addition, S is also different for I-BECIs and I-BEGIs (S C and S G ), since the SANs within them are composed of different devices.
• The penetration of micro-generation. This parameter will be always higher in the rural scenarios than in the urban ones due to the type of dwellings (e.g., houses where photovoltaic panels can be installed in the roof are more common in the former; whereas buildings of flats are more common in the latter). Furthermore, it will be also higher in the long-term than in the short-term scenarios, since the penetration of micro-generation and self-consumption is foreseen to increase in the forthcoming years. It should be noted that throughout this paper independent communications gateways for the I-BECI (ADR EP-C) and for the I-BEGI (ADR EP-G) are assumed. Thus, the number of ADR EP-C (A C ) is equal to the number of customers/TP; whereas the number of ADR EP-G (A G ) is computed by multiplying A C by the estimation of the micro-generation penetration (assumed always < 1) [7] . Table 3 summarizes the values of the aforementioned parameters in the four considered scenarios, where C refers to the number of TPs/Substation and D refers to the maximum acceptable distance between customers and TPs. 
Communications Infrastructure Assessment
This section presents the evaluation of the core of the proposed M2M communications architecture from both economic and technical points of view, which represents the main contribution of the paper.
Evaluation of End-to-End Security Protocols
The main goal of this sub-section is to assess the impact of using security protocols which support Virtual Private Networks (VPNs) on the operational costs of the platform. Thus, secure communications channels are to be established between pairs of entities of the communications architecture.
Therefore, bearing in mind that the paper is focused on the core of the already mentioned communications architecture, such secure channels can be established from the ADR EPs directly to the M2M GW or from the CNTRs to the M2M GW, as Figure 10a ,b illustrate.
If the secure tunnels were established from the ADR EPs straight to the M2M GW, the CNTRs would not be able to aggregate data, which would affect negatively the scalability and operational costs of the platform. Thus, this case is actually divided into establishing secure tunnels from the ADR EPs to the CNTR and from the CNTRs to the M2M GW, which implies the highest numbers of tunnels and so the most complex scenario to manage, as Figure 10c also shows. Regarding the secure tunnels from the ADR EPs to the CNTRs, it might be interesting to evaluate the impact of the overhead introduced by the security protocol on the performance of the wireless link. This overhead will not increase the operational costs though, since in principle it is assumed that the operator of the platform will be responsible for this network segment. Hence, the operator itself will be also responsible for configuring the basic security mechanisms within this network segment (e.g., WPA2-Wi-Fi Protected Access 2).
Regarding the secure tunnels from the CNTRs to the M2M GW, the overhead introduced by the security protocol does have an impact on the operational costs, since the backhaul connectivity is assumed to be a service offered by a third party (e.g., a telecom operator). Therefore, in this case the operators of this kind of platforms must use such security mechanisms at higher layers, since the basic security mechanisms are out of their scope and they cannot rely solely on the security provided by such third parties. As a result, this section is focused on the case of establishing VPNs from the CNTRs to the M2M GW. Two scenarios are in turn considered within this specific case: 
GPRS (c)
• Fast Forwarding (FF): the CNTRs forward the packets coming from the ADR EPs to the M2M GW on a per-packet basis, using a Transport Control Protocol (TCP) connection for this purpose.
• Aggregation (Aggr): the CNTRs store all the packets received from the ADR EPs throughout a given period and send them all together using a File Transfer Protocol (FTP) connection.
Regarding the security protocols themselves, there are many mechanisms to provide E2E (End-to-End) security at the different layers of the protocol stack [31, 32] . VPN can be implemented at the link layer using Layer 2 Tunneling Protocol (L2TP). Internet Protocol Security (IPSec) represents the most widely deployed solution to do so at the network layer. Transport Layer Security/Secure Socket Layer (TLS/SSL) is the most widely used protocol for this purpose at the transport layer. Secure Shell (SSH) is widely used at the application layer for secure remote access. Notably, this section is focused on IPSec and TLS/SSL. Table 4 summarizes and compares some relevant technical features of IPSec and TLS/SSL. It can be seen that both IPSec and TLS/SSL provides the basic security features required by the considered platform (i.e., authentication, integrity, and confidentiality). The main drawbacks of IPSec are the complexity of configuration and the Network Address Translation (NAT) incompatibility; whereas one of the main drawbacks of TLS/SSL is the complexity of using Public Key Infrastructure (PKI). Regarding the fact that TLS/SSL only supports some TCP applications, there is no problem in our case, since FTP is one of the TCP applications supported by TLS/SSL. As result, it is concluded that, from a technical point of view, there is no compelling reason to rule one of these protocols out. 
Technical Comparison

Economic Comparison
This sub-section is notably focused on assessing the impact of using IPSec or TLS/SSL on the operational costs of the platform. In order to do so, first the Maximum Segment Size (MSS) of TCP needs to be determined, since this influences the number of packets sent through the GPRS link and the ratio of data vs. control headers (i.e., the overhead). There are quite a few papers on the use of TCP over GPRS. Initially, the trend was to use low MSS (e.g., 512 bytes [33] and 413 bytes [34] ). However, although low MSS may be appropriate for interactive applications, [35] proves that using high MSS (1400-1600 bytes) maximizes the goodput (i.e., throughput at application layer) in applications of massive data exchange, as it is the case of this paper.
Taking this range of TCP MSS as reference, the MSS used in this paper is computed by subtracting from the 1482 bytes pointed out in [36] as optimum Maximum Transmission Unit (MTU) of the Sub Network Dependent Convergence Protocol (SNDCP) layer of GPRS, the size of the headers up to the transport layer. Table 5 summarizes the overhead introduced by IPSec and TLS/SSL [37] . The worst case is always considered in the analysis carried out in this section, i.e., 44 bytes for IPSec (plus the 20 bytes of the additional header introduced in the tunnel mode) and 25 bytes for TLS/SSL. Figure 11 shows the protocol stack that implements both the CNTRs and the M2M GW in each of the considered cases, specifying the size of the headers in Bytes. The layers considered in this section to compute the number of bytes carried by GPRS are marked in Figure 11 with forward slash. In order to translate the volume of traffic onto cost, two commercial Spanish M2M tariffs are used, namely: (1) 100 MB/10 €/month; and (2) 20 MB/3 €/month. Thus, the impact of IPSec and TLS/SSL on the operational cost is evaluated as follows: (1) the volume of bytes carried by GPRS is computed per a single CNTR and per month for each scenario; (2) the obtained bytes are translated onto cost using the aforementioned M2M tariffs; (3) the cost per neighborhood and per year is computed by multiplying the cost per CNTR and per month by C (cf. Table 3 ) and by 12. Table 6 details the results of the analysis for each of the considered scenarios. V NS represents the volume of traffic (in MB) carried by the GPRS network in one month without using any security protocol. V S represents the volume of traffic (in MB) carried by the GPRS network in one month using the corresponding security protocol. R NS represents the ratio between the application-layer data and V NS (in%). R S represents the ratio between the application-layer data and V S (in%). O S is computed as the difference between V S and V NS , so it represents the overhead introduced by the security protocol (in%). C NS represents the monthly cost of carrying V NS (in €). C S represents the monthly cost of carrying V S (in €). Finally, D C is computed as the difference between C S and C NS , so it represents the cost of using the corresponding security solution in a given scenario. Table 7 shows the difference between the annual cost of using Fast Forwarding and the annual cost of using Aggregation (C S | FF -C S | Aggr ) in each scenario for a single CNTR. Table 7 also shows this difference in each scenario for the whole district/neighborhood (it should be noted that District is used to refer to the whole power infrastructure managed by a given Substations, where the consumption-generation optimization algorithms run). Table 7 . Difference of cost (in €) per CNTR and per district during one year between using FF and using Aggr in each scenario.
Short-term (ST)
Long-term (LT) In order to facilitate the understanding of the impact of using Fast Forwarding or Aggregation on the operational costs of the platform, Figure 12 shows graphically the difference between the annual cost of using Fast Forwarding and the annual cost of using Aggregation in each scenario for a whole district. It can be seen that the difference of cost-although almost negligible for a single CNTR-can be appreciable at neighborhood level, especially in urban and long-term scenarios. In addition, it can be also checked that the difference is always higher when using IPSec, since it introduces higher overhead than TLS/SSL. In conclusion, Figure 12 illustrates the savings that can be achieved by using Aggregation. Nevertheless, it is worth remarking that the results obtained in this analysis represent a lower bound of the savings that using Aggregation could bring compared to using Fast Forwarding, since data is aggregated during only one period. However, aggregating data throughout several periods increases latency, which may not be acceptable, e.g., to operate DR events. Table 8 shows the difference between the annual cost of using IPSec and the annual cost of using TLS/SSL (C S | IPSec -C S | TLS/SSL ) in each scenario for both a single CNTR and the whole district/neighborhood. Table 8 . Difference of cost (in €) per CNTR and per district during one year between using IPSec and TLS/SSL in each scenario.
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Short-term (ST)
Long Again, to aid understanding the impact of using IPSec or TLS/SSL on the operational costs, Figure 13 shows graphically this difference in each scenario for a whole district. It can be checked that the difference of costs between using IPSec or TLS/SSL is always higher when using Fast Forwarding, since data sending is very inefficient in this situation, so the difference between the overhead introduced by IPSec and by TLS/SSL is even higher. It can be also checked that, in the case of using Aggregation, the potential savings of using TLS/SSL instead of IPSec are especially relevant in long-term scenarios. Therefore, it can be concluded that Aggregation and TLS/SSL as VPN technology is the best combination in order to minimize the operational costs of the platform. Hence, such a combination will be assumed in the next section.
Nevertheless, it should be noticed that the overhead-and so the costs-can be lower by implementing compression mechanisms (in the case of TLS/SSL, only OpenSSL supports it) and that the volume of RST UST RLT UST data sent through the GPRS network-and so the costs-can be lower if only the data that change compared to the previous period are sent, which can be implemented, e.g., using JavaScript Object Notation (JSON).
Evaluation of the M2M Communications Infrastructure Performance
This sub-section evaluates the performance of IEEE 802.11 and GPRS using goodput and transmission time as metrics, respectively.
Simulation Setup
The simulations were run using OMNeT++ 4.2.2 as network simulation framework [38] . Notably, the models and network components available in the INET framework 4 were used and modified when needed. The simulations were run in a laptop equipped with a microprocessor Intel Core 2 Duo T7250 at 2 GHz, 1 Gb of Random Access Memory (RAM), and 2 Mb of cache memory, using Ubuntu 10.04 as Operating System (OS). The simulation time was set to 1 hour after checking that simulations converge after one period (i.e., 15 min in short-term scenarios and 5 min in long-term scenarios). Each scenario was simulated 100 times for both the NAN and the backhaul network in order to get statistically meaningful results. The sample mean x_bar_i and the sample variance v_i of the output parameter (i.e., goodput or transmission time) was recorded for each of the simulated scenarios. So each simulation run was modeled as a random variable with mean x_bar_i and variance v_i and the resulting random variables were assumed to be independent. Therefore, based on the central limit theorem, the random variable resulting from the 100 random variables obtained in the simulation runs of each scenario was considered to fit a Gaussian distribution with mean µ = sum i (x_bar_i)/n and standard deviation σ = sqrt(sum i (v_i)/(n − 1)), n being 100. Consequently, Equation (1) can be used to compute 95% confidence intervals of the mean of the output of the simulations for each of the considered scenarios. Octave 3.2 was used to process the data:
The main modules that were used to simulate the NAN are:
• channelcontrol: this module manages the PHYsical (PHY) and Media Access Control (MAC) layer of IEEE 802.11.
• flatNetworkConfigurator: this module assigns IP addresses within the same network segment.
• MobileHost: this module is taken as reference to implement the functionalities of ADR EP-Cs, ADR EP-Gs, and CNTR. This module implements from an IEEE 802.11 interface in ad-hoc mode up to a set of UDP applications. From such a set of UDP applications, UDPBasicApp is used to implement the ADR EPs, since UDPBasicApp allows fixing the sending periodicity and length of the messages; whereas a passive UDP socket (UDPSink) is used to implement the CNTR. In addition, a DatarateChannel was included between the UDP layer and the application layer in the upper direction in order to measure the aggregate throughput at the application layer in the CNTR (i.e., the goodput).
The wireless router Linksys WRT160NL [39] from Cisco is taken as reference for configuring the PHY and MAC parameters of the 802.11 link, since this device was actually used to implement the prototype of the ADR EP in the ENERsip project. The family of standards 802.11 encompasses many protocols [40] . The Linksys WRT160NL, in particular, supports 802.11b/g/n. In this work, we focus on 802.11b and g. Table 9 summarizes the most relevant parameters of IEEE 802.11b and 802.11g in the Linksys WRT160NL. In order to check whether all these protocols provide the range required by our target application (D in Table 3) or not, the well-known Friis Equation (2) with α = 2 is applied, since Free-Space is used as propagation model in OMNeT++ [41] :
Table 10 summarizes the minimum transmission power (powerSend) required to reach D with a received power equals to the sensitivity. Thus, if powerSend is higher than the maximum EIRP (Effective Isotropic Radiated Power), the protocol under question cannot be used in our target application, as it is the case of 802.11 g at 54 Mb. Finally, IEEE 802.11b at 11 Mb was selected for the simulations presented in this paper. Table 11 shows the configuration of the PHY and MAC parameters of IEEE 802.11b used in such simulations.
Regarding the backhaul network, when developing the simulations, it was observed that in practice there cannot be interferences in the GPRS links, since GPRS uses dedicated channels, instead of shared medium. As a result, the parameter C from Table 3 is not needed in these simulations. This reduces the complexity of them, since instead of having to simulate C GPRS connections; it is enough to simulate just one.
The main modules used to simulate the Backhaul network segment are the already explained flatNetworkConfigurator and the WirelessHostSimplified. The WirelessHostSimplified is taken as reference to implement the functionalities of the CNTRs and the M2M GW. The WirelessHostSimplified implements three different PHY/MAC layers, namely wlan (i.e., IEEE 802.11 in infrastructure mode), eth (i.e., Ethernet), and ppp (i.e., Point-to-Point). The ppp module is selected to model the GPRS link. At the application layer, the WirelessHostSimplified implements a set of TCP applications. TCPBasicClientApp and TCPGenericSrvApp are the most suitable applications to implement an FTP application. TCPBasicClientApp allows specifying the time gap between requests (i.e., sending periodicity) and the size of the reply (i.e., size of data). Thus, once a TCPGenericSrvApp receives a request, it just replies a message with the size specified in that request.
As a result, despite the fact that in practice the M2M GW works as FTP server and the CNTRs work as FTP clients, in these simulations the TCPBasicClientApp was used to implement the M2M GW and the TCPGenericSrvApp was used to implement the CNTR. Thus, the time that the CNTR needs to send the data to the M2M GW can be computed as the difference between the time when they are received at the M2M GW and the time when the request is received at the CNTR (since the parameter ReplyDelay of TCPGenericSrvApp is set to 0). A DatarateChannel was included between the TCP layer and the application layer in the upper direction indeed to measure the bytes received at the application layer in the M2M GW and in the CNTR. The GPRS link itself is modeled as a DatarateChannel with the following features, which are also summarized in Table 11 :
• Delay = 1 µs.
• Data rate = 26.8 kbps. This parameter is set based on the uplink data rate of an actual GPRS network reported in [42] . A dedicated infrastructure is assumed, i.e., the GPRS link only carries data associated to our application.
• Probability of error = 0.001, based on the theoretical availability of the channel [43] . Table 12 summarizes the goodput measured at the CNTR in the four simulated scenarios and compares it with the theoretical approximation computed using Equation (3):
Simulation Results
It can be checked that the obtained results fit the expected results in every scenario (in order to avoid simulation problems in the worst case scenario (i.e., ULT), explicit memory deallocation at MAC layer was needed). Figure 14 shows the goodput for just one simulation run in every scenario. It can be observed that the simulated goodput converges to a value which is close to the theoretical one in each scenario. As a result, it can be concluded that the protocol IEEE802.11b at 11 Mb meets the requirements (in terms of goodput) of the NAN in all the considered scenarios. Due to the fact that the maximum goodput is in the order of tens of kb, IEEE 802.11b at 1 Mb or IEEE802.11 g at 6 Mb are also candidate technologies. Table 13 summarizes the time that the CNTR spends to transfer the data to the M2M GW (TCNTR) in the four simulated scenarios and compares them with the time computed theoretically using the fragmentation criteria reported in [36] and the bytes of the layers marked in Figure 11 with back slash.
It can be checked that the simulated T CNTR is always slightly higher than the theoretical value, mainly due to the probability of error and to slightly different fragmentation policies. Likewise, T CNTR is always lower than the sending period, which means that GPRS meets the requirements (in terms of bandwidth) of the backhaul network in all the considered scenarios. 
Discussion
ICT and M2M communications represent the key enablers of the Smart Grid in the distribution and customer domains. When it comes to the required communications infrastructure, the first question that needs to be answered is which is the most appropriate communications architecture. However, there is not a single answer to this question, since this decision depends on multiple factors (e.g., target application, specific features and constraints of the underlying power infrastructure, regulation, etc.).
Thus, [44] analyses the advantages and drawbacks of two communications architectures based on wireless 4G technologies for AMI applications. First, direct communication between the smart meters and the so-called Metering Data Management System (MDMS) is considered, focusing on the main issues that this approach presents from the communications point of view. In this regard, the paper highlights the inefficiencies of performing connection establishment and authentication procedures in a per-smart-meter-basis and remarks upon some resultant problems that network operators would have to face in this scenario, such as the required improvement of the Radio Access Network (RAN) to avoid problems related to lack of bandwidth or coverage arising from the huge number of smart meters. To solve these problems, the paper proposes a hierarchical architecture comprising two network segments, where the intermediate device between the smart meters and the MDMS is called Aggregation Point (AP). For the communications between the smart meters and the APs, short range communications technologies (e.g., IEEE 802.15.4/Zigbee or IEEE 802.11) are proposed; whereas wireless 4G technologies are still used for the communications between the APs and the MDMS.
Reference [45] proposes deploying an entirely new cellular network based on Code Division Multiple Access at 450 MHz (CDMA-450) exclusively devoted to the Smart Grid applications provided by a given DSO. In this case, the DSO would be the owner of the communications infrastructure, but a telecom operator would be responsible for operating it. The paper claims that this is a suitable solution from both technical and economic perspectives for the specific boundary conditions of the Netherlands. However, this would not be the case in other countries where the license to operate in this frequency band is too expensive or where this frequency band is already allocated for any other use.
In general, hierarchical heterogeneous communications architectures comprising several network segments and combining different communications technologies present higher flexibility, so they fit a wider range of Smart Grid applications with their specific requirements and constraints [46, 47] . This is the approach followed to design the M2M communications architecture assessed in this paper, which is also aligned with the solution proposed in [44] . Thus, this M2M communications architecture is hierarchical in that it comprises specific network segments for households, buildings or group of households, and neighborhoods, aiming at being flexible, adaptive, and scalable. In addition, the proposed M2M communications architecture is also heterogeneous in that it involves different communications technologies in order to meet the specific communications requirements of each network segment.
Regarding the study on the impact of using different VPN technologies on the operational costs, to the authors' best knowledge, it represents a pioneer piece of research in the state of the art. This analysis shows that, in general, such costs are quite low for a single CNTR, but they start being relevant when looking at a whole neighborhood during one year. In order to minimize such costs, data aggregation at CNTRs and TLS/SSL are recommended. The aggregation period, however, needs to be chosen carefully. Higher aggregation periods will yield lower operational costs at the expense of increasing the latency, which may be unacceptable when operating mechanisms or services such as DR. The operational costs related to using such VPN technologies to provide E2E security can be also lowered by using compression techniques or application protocols that only transmit the data that change from one sampling period to another, such as JSON.
Regarding the evaluation of the performance of the core of the proposed M2M communications architecture, the first conclusion is along the line that IEEE 802.11b meets the requirements in terms of goodput of the NAN, which is of special interest to the Smart Grid community taking into account the low cost and wide adoption of this technology. Furthermore, the data rate demanded by the application is much lower than the data rate provided by IEEE 802.11, which leaves room to use such IEEE 802.11 infrastructure either to offer additional services (e.g., multimedia connectivity using IEEE 802.11e) or to operate more challenging applications such as DR. However, the performance of IEEE 802.11 in these scenarios still needs to be checked on a large scale in the field (in the ENERsip project, the IEEE 802.11 network segment was evaluated in the field with successful results, but only for few devices), since the simulations do not take into account the effects of interferences, which are usually high in the Industrial, Scientific and Medical (ISM) band at 2.4 GHz, nor complex propagation models.
In addition, in order to avoid potential problems related to the coverage of IEEE 802.11, sub-GHz Wi-Fi (IEEE 802.11AH) [48] may be also considered in the future for the NAN in rural scenarios, where distances are higher, but data rates are lower. In such rural scenarios, it is also worth considering White Spaces [49] .
The second conclusion of such simulations is that GPRS meets the requirements in terms of bandwidth of the backhaul network, thus confirming that it represents an attractive technology considering that it is the most mature and widely deployed cellular technology in Europe. However, the relevance of the obtained results can be improved by using a more accurate model for the GPRS link (considering either OMNeT++ [50] or other network simulator, such as OPNET Modeler [51] , for this purpose) or by testing the considered scenarios in a real GPRS network.
Regarding the model taken as reference in this paper, although it is tailored to the Portuguese power distribution grid (since it is based on actual data provided by Energias de Portugal-EDP) and to the ENERsip specifications, it can be easily adapted to other scenarios by suitably tuning the appropriate parameters. Anyway, power distribution grids are quite similar throughout Europe. Hence, the typical values of customers/TP, TP/substation, and D of the Portuguese power distribution grids are representative for the rest of Europe. However, they are not representative in North America.
First, European transformers are larger and there are more customers/TP and TP/substation. As a result, A C and C would be lower in North America than the values considered in this paper. Second, North American secondary power distribution networks are single-phase and are standardized on 120/240 V; whereas European secondary power distribution grids are three-phase and are standardized on 220, 230, or 240 V, which represent twice the North American standard. With twice the voltage, a circuit feeding the same load can reach four times the distance. Furthermore, taking into account that three-phase secondary can reach over twice the length of a single-phase secondary, a European secondary can reach up to eight times the length of a North American secondary for a given load and voltage drop [52] . Therefore, D could be up to eight times lower in North America than the value considered in this paper, so the situation in North America is even more advantageous for using IEEE 802.11 in this network segment.
Regarding micro-generation and self-consumption, the situation in term of total installed capacity is not the same in all the countries of the EU. Regarding residential PV in particular [53] , the top five European markets in term of overall installed capacity are Italy, Germany, Belgium, UK, and Denmark. However, the model presented in [7] and summarized in this paper considers the penetration rate of these technologies as a percentage of the overall number of households/buildings with the aim that the estimated values are as representative as possible. Nevertheless, countries like Belgium, Denmark or the Netherlands still stand out when talking about penetration rates of residential PV. In the US, the differences are also remarkable, standing out states like California.
Conclusions
This paper evaluates some features of such widely used wireless communications technologies as IEEE 802.11 and GPRS in a Smart Grid application which consists of gathering and processing consumption and generation data periodically to reduce electricity consumption and energy costs and to maximize consumption-generation matching at neighborhood level. This assessment is carried out analytically and by means of simulations considering realistic large-scale scenarios, so the obtained results are valid to be taken into account as guidelines for potential deployments.
This paper analyses the impact of using IPSec and TLS/SSL as VPN technologies on the operational costs of the platform. The main conclusions of such analysis are: (1) that TLS/SSL minimizes the operational costs, the difference being especially remarkable in long-term scenarios; and (2) that using aggregation at the CNTR also allows reducing the operational costs of the platform at neighborhood level.
The main outcome of the simulations with regards to the NAN is that IEEE 802.11b meets the requirements in terms of goodput of this network segment in all the considered scenarios. This conclusion is of special interest to the Smart Grid community taking into account the low cost and wide adoption of IEEE 802.11b.
The main outcome of the simulations regarding the backhaul network is that GPRS meets the requirements in terms of bandwidth of this network segment in all the considered scenarios. As a result, GPRS represents an attractive technology considering that it is the most mature and widely deployed cellular technology in Europe.
As for the future work, other communications technologies (e.g., PRIME, in the last mile, or UMTS, LTE and WiMAX, in the backhaul network) and configurations (e.g., other application scenarios) can be implemented and evaluated using the same methodology followed in the work presented hereby.
